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BACKFLOW PREVENTER
ASSEMBLY

SUPPORT BOTH ENDS
AS REQUIRED

DRAIN PIFE TG SANITARY
FLOOR DRAIN

__——FINISH FLOOR
ELEVATION

BACKFLOW PREVENTER DETAIL
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SCALE: NONE \_/

NOTES FOR DESIGNER: (b0 NOT INCLUDE ON CONSTRUCTION DRAWINGS)
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1. SEE SHEET 3.

KEYED NOTES:

(1D PROVIDE ADEQUATE CLEARANCE ABOVE
UNIT FOR OPERATIGN OF VALVES OR
UNIT REPAIR.

(2D AR GAP FITTING FURNISHED WITH
BACKFLOW PREVENTER.

(@) BYPASS PIPING ARGUND BFP IS
PROHIBITED.

DRAWING DEVELOPED FOR ML-3/
ML—4 PROJECTS. FOR ML-1/
ML—2, ADDITIONAL REQUIREMENTS
AND QA REVIEWS ARE REQUIRED.
(REMOVE THIS NOTE WHEN IN—
SERTED INTD A DRAWING PACK—

AGE).
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